A
AL
T E X T l |_ E T E S T I N G TESTING CERT. #3193.01 Report Number: 18-005180

CERTIFIED BEAUTY. Revsion Number

For the Account of: Samelson - Chatelane
102 Madison Avenue
New York, NY 10016

Date Order Received: 08/24/2018

Client's Identification: WD00

UNITE
CERTIFICATE OF TESTING
TEST PERFORMED: NFPA 701 Standard Methods of Fire Test for Flame Propagation of Textiles and Films 2015 — Test #1
TEST RESULTS
Specimen Mass (nitial {g) Mass Final (g) Mass Loss (%} Drip Bum (s) Afterflame (s)
1 11.9 7.9 34 0.0 0.0
2 1.7 8.4 28 00 - 0.0
3 1.9 8.4 29 0.0 0.0
4 11.9 8.5 29 0.0 0.0
5 11.8 8.1 31 0.0 0.0
6 11.9 8.8 26 0.0 0.0
7 11.8 8.2 3 0.0 0.0
8 12.0 8.3 ]| 0.0 0.0
9 11.8 8.2 K1 0.0 0.0
10 11.9 8.5 29 0.0 0.0
Average 11.9 8.3 30 0.0 0.0
Approximate weight {ozJsq. yd): 5.9 Standard Deviation: 2.2 Average + 3 SD: 366
Product Conflguration: X1 Single Layer [T Multi Layer
Conditioning: [Z] Oven af 220°F for minimum 30 minutes 3 70 +2°F & 65 +2%RH for minimum 24 hours

Intended End-use (if known & other than drapery): Drapery

ACCEPTANCE CRITERIA
Afterflame is required to be recorded; however, it is riot factored into the Acceptance Criteria
1. Where fragments or residues of specimens that fall o the fioor of the test chamber céintinue te burn for more than an ‘avefage of 2
seconds per specimen for the sampie of 10 specimens, the material shall be recorded as failing. (Flaming Drip)
2. Where the average weight loss of the 10 specimens in a sample is greater than 40 percent, the material shall be recorded as failing.
3. Individual spacimens will be fisted as a failure if it exceeds mean + 3 SD
4. Where the specimens do not demonsirate performance in accordance with either of the conditions indicated above, the material shali
be recorded as passing this test and shall be designated as flame resistant.

CONCLUSION Based on the above Results and Acceptance Criteria, the item tested:
Complies
O Does Not Comply

CERTIFICATION | certify that the above results were obtained after testing specimen in accordance with the procedures and equipment
specified by the standard stated above.

Jake Stuen

Authorized Signature - Date Order Completed; 08/06/2018
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This leborslory lest i not infended fo reflagt fabric under actua! The marely the af semples under the predeiemined and specifie fest conditions preseribed by the standsrd specified.  This

certificate appliss only o the sfandards or processing identified end fo the random sempla(s) tested. The fesf resylfs are nprusamam of the qualtties of the plece or iof only to te extent ths sample tested ia represantetive of the pisce or lot.

Cur repos and felters ame for the exclusia use of the customer #o whom they are addressed and lhsy and the carporation namad on fis mvarse ere no! fo be used undar any circumsfances withou! prior wrillen spprovsl  Smmples wif nof be releined, uniest

spaciiied by the customar. Reteined samplas will be kept & ineximum time of one yaer unless & specifc relention period is necazsary.




